
SINGLE (TH1)

DOUBLE (TH2)

• Flow and return must be opposite ends.

•  Ensure there is no trapped air in the
radiator by adequately venting the system
during installation.

•  Flowrate may need to be adjusted/
balanced for optimum performance.

•  The radiator should be filled slowly from
the bottom where possible.

General information 
The installation and commissioning  
of the system should comply with

BS EN 14336:2004. On completion of 
the installation, the system should be 
properly flushed and filled in accordance 
with the British Code of Practice for the 
Treatment of Water in Domestic Hot Water 
Central Heating Systems (BS 7593:2006). 
We strongly recommend the use of a 
corrosion inhibitor. Failure to comply with 
these standards might invalidate the 
manufacturer’s warranty.

All dimensions are in mm.

Purmo Group, Gateshead, NE11 0PG; 
Purmo Group Newcastle West, V42 TD39

INFORMATION FOR THE 
INSTALLER

Installation instructions

HARDWARE PACK CONNECTION LADDER

BRACKET POSITIONS

PIPE CENTRE DETAILS

MOUNTING POSITIONSCONNECTION DETAILS

Installation procedure:
1.  Installation of this radiator may require two

people to complete.

2.  Choose the location where you wish to
install the radiator and mark the positions
for wall brackets with a pencil as indicated
in FIG 1.

3.  Drill the necessary holes in the wall and
install the wall brackets.

4.  Fit air vents/blanks to G & H.

5.  Fit the anti-vibration clips on the wall
brackets as shown in FIG 2.

6. Mount the radiator on the wall brackets.

7.  Connect the water supply via the flow valve
E or F as per connection ladder shown.

8.  The return line of the central heating system
is connected to the opposite side of the
radiator via the lockshield valve E or F as
per connection ladder shown.

9.  Fill the radiator and purge the air from the
radiator using the air vent if required.

Notes:
•  Please retain these instructions

for future reference.

•  Please read the installation instructions
thoroughly before mounting the radiator.

•  Please choose appropriate wall fixings for the
wall surface you are mounting the radiator on.

•  Packaging includes a vapour barrier
and will protect product from degrading.

•  Radiators are supplied with a 10 year
warranty subject to our terms and conditions.

•  Radiators at end of life can be disposed
as metal scrap at any recycling centre.

•  Maximum working pressure 4 bar.

4 X A2 BRACKETS 8 X ANTI 
VIBRATION CLIPS

1 X VENT 1 X BLANK

FIG 1

FIG 2

BLANK/VENT

FLOW/RETURN

BLANK/VENT

FLOW/RETURN

MORTUBHORINS

G H

CA

DB

FE

CONNECTION DETAILS

L - 74mm for double

L - 74mm
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