
 

FIRE DOOR INSTALLATION 

This product is ONLY suitable for use on fire doors with the 

correct intumescent protection. Both blades of the hinges must 

be bedded onto 2mm thick Interdens intumescent sheet material 

for 60 minute applications. In addition to Interdens, the door 

frame into which these hinges are fitted must also incorporate 

2No. 20mm x 4mm thick Palusol based Intumescent seal in PVC 

carrier rebated into the frame at the head when used with ITT 

doorsets for FD60, E60 and EI60 applications. 


